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AURORA® FIRE PUMPS
AUTOMATIC AIR RELEASE VALVE

1/2 NPT" OUTLET 
5-1/8 (130)

6-5/16 
(160)

1/2" NPT INLET 

HYDR8AC
(VAL-MATIC VM-22.7)

OR APPROVED EQUAL USED
WITH HORIZONTAL FIRE PUMPS

WORKING PRESSURE UP TO 300 PSI
(FM APPROVED)

9-1/2 (241) 

2" NPT OUTLET 

12  
(305) 

2" NPT INTLET 

HYDR8AD 
(VAL-MATIC #102) 

 USED WITH VERTICAL TURBINE FIRE PUMPS 
WORKING PRESSURE UP TO 300 PSI 

 

NOTES:
 1. All dimensions are in inches (mm) and may vary ± 1/4 (6).
 


